
Director's Building Energy Savings
Challenge - Building List

Building FY 2008 FY 2009 FY 2008 FY 2009
Bldg No Description Area (GSF) B BTU B BTU EUI EUI

2 Advanced Materials Laboratory 85,506 22.48 22.56 262.90 263.78

6 Advanced Light Source 118,573 33.35 32.70 281.29 275.75

7 Assembly, Offices & Labs (ALS 
Support) 21,435 1.02 0.96 47.52 44.56

16 Laboratories and Research Offices 11,808 1.10 1.17 93.04 99.39

50 Labs, Shops & Offices 48,719 4.36 4.01 89.59 82.23

54 Cafeteria 15,451 3.36 2.17 217.33 140.21

55 Laboratories and Research Offices 19,048 2.17 2.00 113.85 105.23

62 Laboratories, Shops & Offices 55,904 13.88 13.53 248.27 242.05

64 Laboratories, Shops, Assembly & 
Offices 29,357 7.27 7.38 247.79 251.51

66 Laboratories & Offices 44,121 11.14 11.81 252.52 267.71

69 Shipping & Receiving, Archives, 
Offices 20,461 0.77 0.86 37.87 42.21

70 Laboratories, Shops & Offices 63,441 19.78 18.21 311.82 287.03

77 Central EG Shops, Assembly & 
Labs 68,937 14.93 9.64 216.60 139.80

88 88 Cyclotron User Facility 54,428 28.11 27.25 516.45 500.72

50A LBNL Administrative Offices, Labs 
& Shops 66,628 12.27 9.37 184.19 140.62

50B
w/o R1275 Laboratories, Shops & Offices 46,555 7.37 8.90 158.27 191.15

50E Offices 10,673 0.66 0.61 61.92 57.52

67,67A Molecular Foundry 97,155 30.66 32.24 315.53 331.87

70A Laboratories, Shops & Offices 68,440 9.10 5.36 132.97 78.39

76, 78 Facilities Division Offices and 
Shops 38,899 3.52 2.84 90.43 72.89

77A Composites Lab and Assembly 
Facility 12,118 0.82 0.92 67.97 75.79

80, 80A Laboratories, Shops & Offices 30,872 2.77 2.65 89.66 85.89

84/84B Laboratories & Offices + Utility 
Building 56,664 12.34 11.99 217.77 211.56

85, 85B Hazardous Waste Handling Facility 
(HWHF) 19,006 2.23 2.50 117.45 131.54

90
COMPLEX Offices 106,714 9.31 8.49 87.28 79.60

Totals 25 Buildings 1,210,913 266.20 246.93 219.84 203.92

Percent Onsite Building Area and of 67.3% 76.6% 77.6% EUI = 
Onsite Energy Consumption 1,800-K GSF 347-B BTU 318-B BTU K BTU / SF - Year


